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This report is provided for the exclusive use of the client to whom it is addressed. It may be used in its entirety to gain product 
acceptance from duly constituted authorities. The test results presented in this report apply only to the samples tested and are 
not necessarily indicative of apparent identical or similar materials. Sample selection and identification were provided by the 
client, and a sampling plan, if described in the referenced test procedure, was not necessarily followed. This report, or the name 
of Commercial Testing Company, shall not be used under any circumstance in advertising to the general public. 
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MATERIAL TESTED 
  
The client submitted a test sample identified as Solar Gard Armocoat Film.. The film was cut into 
individual specimens measuring approximately 0.8 by 0.8 inch. The test material was stored in an 
atmosphere with the temperature maintained at 71 ± 2°F and the relative humidity at 50 ± 5 percent for 
five days prior to testing. The individual specimens were plied and adjusted to maintain a total weight of 
3.0 ± 0.1 grams per specimen. 
 

TEST RESULT 
 

Minimum Flash Ignition 
Temperature 

 Minimum Self Ignition 
Temperature 

702°F  834°F 
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